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RESULTS OF WATER ANALYSIS 
5 samples supplied by Gilbert and Suthertand Pty Ltd on 6/03/2020 Lab Job No. J1 548. 

Samples submitted by Scott Porter. Your Job: Water Analysis 

5/232 RobimI Town Centre Drive ROBINA QLD 4226 

Parameter Mathods rti•r•nce 

Job No. 

pH APHA 4500-H+-B 

Conductivity (EC) (dS/m) APHA2510-B 

Tot•I Dissolvad Sahs (mg/L) ""Calculation using EC x 680 

Tot•I Dissolvad Solids (mg/L) ""APHA 2540C - Evaporation of filtrate 

Tot•I Suspandff Solids (mg/L) GFC equiv. filter -APHA 2540-D 

Bicarbonate (Alkalinity) (mg/L CaC03 equivalent) ** Total Alkalinity -APHA 2320 

Water Hardneu (mg/L CaC01 equlvalent) tt Using Ca and Mg calculation 

Biodi•mic•I Oxyg•n Dan•nd5 (mg/L OJ APHA5210-B 

Total Oils and Gr .. H (mg/L) APHA 5520-D {hexane extractable) 

Total Phosphorus (mg/L P) In house method W4 

Phosphat• (mg/L P) APHA4500 P.G 

Total Nitrog•n (mg/L N) In house method W4 

Total Kj•ldahl Nitrog•n (rng/L N) ...,. Calculation: TN - NOx 

Nltrat• (mg/L N) APHA 4500 N03--F 

Nltrft• {mg/L N) APHA 4500 No1·-1 

Ammonia (mg/L N) APHA4500 NHi -H 

Sodium (mg/L) APHA 3125 ICPMS't10t• m. 

Potuslum (mg/L) APHA 3125 ICPMS'r10t• 1&2 

Calcium {mg/L) APHA 3125 ICPMs•riot, ,&2 

Magnesium (mg/L) APHA 3125 ICPMS'rt01• 1&2 

Sodium Absorption Ratio (SAR) tt By calculation 

Chlorid• (mg/L) APHA 3125 ICPMs•not, ,&2 

Sulfate (rng/L SO/") APHA 3125 ICPMs•not, ,&2 

Chlorid•/Sulfat• Ratio tt Calculation 

Fa.cal Coliforms (cfu/100 ml) ** APHA 9222-D 

Silvar(mg/L) Total Available - APHA 3125 ICPMS.,,"'' 112 

Aluminium (mg/L) Total Available - APHA 3125 ICPMS.,,"'" m 

Arnnic (mg/L) Total Available - APHA 3125 ICPMS"""'• m 

Cadmium (rng/L) Total Available - APHA 3125 ICPMS"""'• m 

Chromium (mg/L) Total Available - APHA 3125 ICPMS"""'• m 

Copp•r (mg/L) Total Available - APHA 3125 ICPMS"""'• m 

Iron (mg/L) Total Available - APHA 3125 ICPMS.,,"'" 112 

Mangann• (mg/L) Total Available - APHA 3125 ICPMS.,,"'' 112 

Nickal(mg/L) Total Available - APHA 3125 ICPMS.,,"'' 112 

Laad (mg/L) Total Available - APHA 3125 ICPMS.,,"'' 112 

S•l•nlum (mg/L) Total Available - APHA 3125 ICPMS"not• 112 

Zlnc{mg/L) Total Available - APHA 3125 ICPMS"not• 112 

Mercury (mg/L) Total Available - APHA 3125 ICPMS"not• 112 

Sliver (mg/L) Dissolved -APHA 3125 ICPMs•na1, i t.2 

Alumlnlum (mg/L) Dissolved -APHA 3125 ICPMS'not, i &2 

Arsenic (mg/L) Dissolved -APHA 3125 ICPMS'not,i&2 

Cadmium (rng/L) Dissolved -APHA 3125 ICPMS'not,,1.2. 

Chromium (mg/L) Dissolved -APHA 3125 ICPMS'not,,1.2. 

Copp•r (mg/L) Dissolved -APHA 3125 ICPMS'not,,1.2. 

Iron (mg/L) Dissolved - APHA 3125 ICPMs•no1.,1.2. 

Mangann• (mg/L) Dissolved - APHA 3125 ICPMs•not• m 

Nicka! (mg/L) Dissolved -APHA 3125 ICPMs•not•m 

l•ad (mg/L) Dissolved -APHA 3125 ICPMs•na1• 1&2 

S•l•nium (mg/L) Dissolved -APHA 3125 ICPMs•na1• 1&2 

Zinc(mg/L) Dissolved -APHA 3125 ICPMs•na1, i&2 

Mercury (mg/L) Dissolved -APHA 3125 ICPMS'not• 1&2 

Notes: 

Sample1 Sample2 Sample 3 

LFP 1Ba LFP 1Bb LFP3B 
J1548/1 J1548/2 J1548/3 

7.69 7.03 7.02 

1.30 2.22 2.32 

887 1,511 1,580 

728 1,760 1,640 

<1 5 217 

490 450 520 

176 878 833 

6 <1 <1 
<2 <2 3 

0.48 0.45 0.72 

0.476 0.066 0.419 

0.11 0.42 0.20 

0.10 0.42 0.20 

<0.005 <0.005 <0.005 

0.011 0.006 0.006 

0.098 0.109 0.105 

224 114 156 

0.86 1.54 1.80 

23.0 160 144 

28.9 117 115 

7.3 1.7 2.4 

134 471 341 

37.2 34.1 31.3 

3.6 13.8 10.9 

<2 <2 <2 

<0.010 <0.010 <0.010 

0.077 0.011 0.430 
<0.001 0.002 0.003 

<0.001 <0.001 <0.001 

<0.001 <0.001 <0.001 

0.002 <0.001 0.028 

0.026 0.863 0.376 

0.002 1.63 0.179 

0.008 0.006 0.007 
<0.001 <0.001 0.003 
<0.002 <0.002 <0.002 

0.016 0.003 0.033 
<0.001 <0.001 <0.001 

<0.010 <0.010 <0.010 

0.008 <0.005 <0.005 

<0.001 0.002 0.002 
<0.001 <0.001 <0.001 

<0.001 <0.001 <0.001 

0.001 <0.001 <0.001 

<0.005 <0.005 <0.005 

<0.001 1.63 0.176 

0.006 0.008 0.008 
<0.001 <0.001 <0.001 

<0.002 <0.002 <0.002 

0.015 0.002 0.011 
<0.001 <0.001 <0.001 

1. Total metals - samples digested with nitric acid; Total available (acid soluble/ extractable) metals- samples acidified with nitric acid to pH <2; 

Dissolved metals - samples filtered through 0.45µm cellulose acetate and then acidified with nitric acid prior to analysis 

2. Metals and salts analysed by Inductively Coupled Plasma- Mass Spectrometry (ICP-MS). 

3. 1 mg/L (milligram per litre)= 1 ppm (part per million)= 1000 µg/L (micrograms per litre)= 1000 ppb (part per billion). 

4. For conductivity 1 dS/m = 1 mS/cm = 1000 µS/cm. 

5. Analysis performed according to APHA {2017) 'standard Methods for the Examination of Water & Wastewater', 23rd Edition, except where stated otherwise. 

6. Analysis conducted between sample arrival date and reporting date. 

7 . ..,.,, NAT A accreditation does not cover the performance of this service. 

8 ... Denotes not requested. 

9. This report is not to be reproduced except in full. 

10. All services undertaken by EAL are covered by the EAL Laboratory Services Terms and Conditions (refer scu.edu.au/eal or on request). 

11. Results relate only to the samples tested. 

12. This report was issued on 23/03/2020. 

Environmental Analysis Laboratory, Southern Cross University, 

Tel. 02 6620 3678, website: scu.edu.au/eal 

Sample4 Sample 5 

LFP4B LFP5B 
J1548/4 J1548/5 

7.04 6.93 

2.99 2.15 
2,036 1,461 

1,960 1,360 

22 1 

570 640 

864 830 

5 <1 

3 <2 

0.20 0.09 

0.140 0.074 

0.27 0.09 

0.26 0.09 

0.008 <0.005 

0.005 <0.005 

0.117 0.084 

350 158 

0.76 1.01 

142 160 

124 104 

5.2 2.4 

561 352 

80.9 111.9 

6.9 3.1 

20 <2 

<0.010 <0.010 

0.094 0.014 

0.006 <0.001 

<0.001 <0.001 

<0.001 <0.001 

0.018 0.006 

0.159 0.010 

0.381 1.46 

0.012 0.006 

0.008 <0.001 

<0.002 <0.002 

0.077 0.030 

<0.001 <0.001 

<0.010 <0.010 

0.006 <0.005 

0.005 <0.001 

<0.001 <0.001 

<0.001 <0.001 

0.006 0.005 

<0.005 <0.005 

0.380 1.45 

0.013 0.007 

<0.001 <0.001 

<0.002 <0.002 

0.058 0.030 

<0.001 <0.001 

A 
NATA 

V 
Acoe<:!l!aUon No. 14960 

Acc<M,1, d lor compli~nc, 
W!lhlS0/ t(C 1702S-Tusli"II 

ft 
checked: ............. .. 
Graham Lancaster 

Laboratory Manager 



RESULTS OF WATER ANALYSIS 
5 samples supplied by Gilbert and Sutherland Pty Ltd on 10/07/2020. Lab Job No. J5867. 

Samples submitted by Sarah McGhee. Your Job: Water Analysis 

5/232 Robina Town Centre Drive ROBIN A QLD 4226 

Parameter M.thods r•f•r•nc. 
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Sample1 

LFPB1 
Job No. J5867/1 

pH APHA4500-H+-B 7.65 
Conductivity (EC) (dS/m) APHA2510-B 1.27 
Total Dlssolved Salts (mg/L) tt Calculation using EC x 680 864 

Total Dissolved Solids (mg/L) '"'APHA 2540C - Evaporation of filtrate 706 
Total Susp•nd•d Solids (mg/L) GFC equiv. filter -APHA 2540-D <1 
Biairbonat• (Alkalinity) (mg/L c.co, •quival•nt) -Tot81 Alkalinity-APHA 2320 520 

Water HardneH (mg/L caC03 equivalent) tt Using Ca and Mg calculation 167 

Blochemlcal Oxygen Demand1 (mg/L OJ APHA 5210-B 1 
Total Olis and Grease (mg/L) APHA 5520-D {hexane extractable) <2 

Total Phosphorus (mg/L P) In house method W4 0.56 
Phosph.t• (mg/L P) APHA4500 P-G 0.561 

Total Nitrog•n (mg/L N) In house method W4 0.07 
Total Kj•ld11hl Nitrog•n (mg/L N) ** Calculation: TN - NOx 0.07 

Nltrat• (mg/L N) APHA 4500 N03--F 0.005 
Nltrlt• (mg/L N) APHA 4500 N02--I <0.005 
Ammonia (mg/L N) APHA 4500 NH0-H 0.013 

Sodium (mg/L) APHA 3125 ICPMS""°'" 1' 2 238 
PotaHium (mg/L) APHA 3125 ICPMS""°'" 1' 2 2.18 
calcium (mg/L) APHA 3125 ICPMS""°'" 1u 22.8 
Magnesium (mg/L) APHA 3125 ICPMS""°'" 1u 26.7 
Sodium Ablorptlon Ratio (SAR) tt By calculation 8.0 

Chlorid• (mg/L) APHA 3125 ICPMS"""'" 112 181 
Sulfat• (mg/L so, 2-) APHA 3125 ICPMS"""'" 112 39 
Chlorida/Sutf•t• Ratio -calculation 4.6 

Faacal Coliforms (cfu/100 ml) -tt APHA 9222-D <1 

Silv•r (mg/L) Total Available -APHA 3125 ICPMS'""'" 112 <0.010 
Aluminium (mg/L) Total Available -APHA 3125 ICPMS'""'" 1&2 0.023 
Arsanic (mg/L) Total Available -APHA 3125 ICPMS.,,"'" 112 <0.001 
Cadmium (mg/L) Total Available -APHA 3125 ICPMS'""'" 112 <0.001 
Chromium (mg/L) Total Available -APHA 3125 ICPMS'not• 112 <0.001 
Copp•r (mg/L) Total Available -APHA 3125 ICPMS'notom 0.002 

Iron (mg/L) Total Available -APHA 3125 ICPMS'noto 1&2 0.009 
Manganas• (mg/L) Total Available -APHA 3125 ICPMS'"°'" 1&2 0.003 
Nick•I (mg/L) Total Available -APHA 3125 ICPMS'""'" 112 <0.001 
Lead (mg/L) Total Available -APHA 3125 ICPMS'""'" 112 <0.001 
S•lanium (mg/L) Total Available -APHA 3125 ICPMS'""'" 1&2 <0.002 
Zlnc(mg/L) Total Available -APHA 3125 ICPMS'""'" 112 0.009 
M•rcury (mg/L) Total Available -APHA 3125 ICPMS'""'" 112 <0.0005 

Silver (mg/L) Dissolved -APHA 3125 ICPMS'""'" 112 <0.010 
Aluminium (mg/L) Dissolved -APHA 3125 ICPMS'"°'" 112 0.023 
Arsenic (mg/L) Dissolved -APHA 3125 ICPMS'"°'" 112 <0.001 
cadmium (mg/L) Dissolved -APHA 3125 ICPMS'"°'" 112 <0.001 
Chromium (mg/L) Dissolved -APHA 3125 ICPMS'""'" 112 <0.001 
Copper (mg/L) Dissolved -APHA 3125 ICPMS'""'" m 0.001 

Iron (mg/L) Dissolved -APHA 3125 ICPMS'""'• 11.2 0.009 
Mang•n•H (mg/L) Dissolved -APHA 3125 ICPMS'"°'" 11.2 <0.001 
Nick•I (mg/L) Dissolved -APHA 3125 ICPMS'""'• 11.2 <0.001 
Lead (mg/L) Dissolved -APHA 3125 ICPMS0

""'" m <0.001 
S•lanium (mg/L) Dissolved -APHA 3125 ICPMS'""'" 1&2 <0.002 
Zinc(mg/L) Dissolved -APHA 3125 ICPMS'""'" 1&2 0.009 
Mercury (mg/L) Dissolved -APHA 3125 ICPMS'""'" m <0.0005 

Notes: 

Sample2 

LFPB2 
J5867/2 

6.95 

2.28 
1,549 

1,510 

17 

450 

894 

<1 

3 

0.61 

0.036 

0.04 

0.04 

<0.005 

0.016 

0.025 

125 

2.82 

172 

113 

1.8 

559 

43 

13.1 

<1 

<0.010 

0.028 

<0.001 

<0.001 

<0.001 

0.001 

1.24 

1.49 

0.003 
<0.001 

<0.002 

0.030 

<0.0005 

<0.010 

0.018 

<0.001 

<0.001 

<0.001 

<0.001 

<0.005 

1.43 

0.002 
<0.001 

<0.002 

0.027 

<0.0005 

1. Total metals- samples digested with nitric acid; Total available (acid soluble/ extractable) metals- samples acidified with nitric acid to pH <2; 

Dissolved metals - samples filtered through 0.45µm cellulose acetate and then acidified with nitric acid prior to analysis 

2. Metals and salts analysed by Inductively Coupled Plasma- Mass Spectrometry {ICP-MS). 

3. 1 mg/L {milligram per litre) = 1 ppm {part per million) = 1000 µg/L {micrograms per litre)= 1000 ppb {part per billion). 

4. For conductivity 1 dS/m = 1 mS/cm = 1000 µS/cm. 

Sample3 

LFPB3 
J5867/3 

7.01 

1.93 
1,314 

1,030 

2 

720 

666 

<1 

5 

0.72 

0.721 

0.20 

0.19 

<0.005 

<0.005 

0.173 

185 

4.39 

109 

95.8 

3.1 

327 

26 

12.8 

<1 

<0.010 

0.019 

<0.001 

<0.001 

<0.001 

0.003 

0.111 

0.245 

0.003 
<0.001 

<0.002 

0.008 
<0.0005 

<0.010 

0.011 

<0.001 

<0.001 

<0.001 

0.001 

0.005 

0.244 

0.003 
<0.001 

<0.002 

0.007 
<0.0005 

5. Analysis performed according to APHA (2017) 'Standard Methods for the Examination of Water & Wastewater', 23rd Edition, except where stated otherwise. 

6. Analysis conducted between sample arrival date and reporting date. 

7. - NATA accreditation does not cover the performance of this service. 

8 ... Denotes not requested. 

9. This report is not 1o be reproduced except in full. 

10. All services undertaken by EAL are covered by1he EAL Laboratory Services Terms and Conditions {refer scu.edu.au/eal or on request). 

11. Results relate only1o the samples tested. 

12. This report was issued on 17 /07 /2D20. 

Environmental Analysis Laboratory, Southern Cross University, 

Tel. 02 6620 3678, website: scu.edu.au/eal 

Sample 4 

LFPB4 
J5867/4 

6.95 

3.47 
2,359 

1,860 

8 

800 

1,034 

1 

5 

0.32 

0.245 

0.09 

0.08 

0.005 
<0.005 

0.062 

369 

3.07 

161 

153 

5.0 

707 

71 

10.0 

<1 

<0.010 

0.022 

0.002 

<0.001 

<0.001 

0.014 

0.225 

0.428 

0.003 
<0.001 

<0.002 

0.021 

<0.0005 

<0.010 

<0.005 

0.001 
<0.001 

<0.001 

0.002 

0.010 

0.410 

0.003 
<0.001 

<0.002 

0.019 

<0.0005 

Sample 5 

LFPB5 
J5867/5 

6.89 

2.21 
1,502 

1,300 

1 

655 

847 

<1 

2 

0.11 

0.062 

0.15 

0.12 

0.029 
<0.005 

0.072 

166 

2.53 

167 

105 

2.5 

402 

116 

3.5 

<1 

<0.010 

0.013 
<0.001 

<0.001 

<0.001 

0.005 

0.060 

1.37 

0.003 
<0.001 

<0.002 

0.025 

<0.0005 

<0.010 

0.012 
<0.001 

<0.001 

<0.001 

0.004 

0.007 

1.34 
0.003 

<0.001 

<0.002 

0.025 

<0.0005 

A 
NATA 

V 
/\ccrNi\.1!Jon No. 1~960 

/\ec,-odi11!d foreo~ianc• 
w«h lSO/l(C17025 •Tt;tir19 

ft 
checked: . 
Graham Lancaster 

Laboratory Manager 
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RESULTS OF WATER ANALYSIS 
5 samples supplied by Gilbert and Sutherland Pty Ltd on l 5/09/2020. Lab Job No. J8385. 

Samples submitted by Sarah McGhee. Your Job: l 2067 

5/232 Robin a Town Centre Drive ROBINAQLD4226 

Parameter Methods reference 

pH APHA 4500+r-B 

Conductivity (EC) (dS/m) APHA2510-B 

Total Dissolved Salts (mg/L) ......, Calculation using EC x 680 

Total Dissolved Solids (mg/L) ** APHA 2540C - Evaporation of filtrate 

Total Suspended Solids (mg/L) GFC equiv. filter-APHA 2540-D 

Bicarbonate (Alkalinity) (mg/L CaC03 equivalent) ** Total Alkalinity -APHA 2320 

Water Hardness (mg/L CaC(h equivalent) ** Using Ca and Mg calculation 

Biochemical Oxygen Demands (mg/L ~ APHA5210-B 

Total Oils and Grease (mg/L) APHA 5520-0 (hexane extractable) 

Total Phosphorus (mg/L P) In house method W4 

Phosphate (mg/L P) APHA 4500 P-G 

Total Nitrogen (mg/L N) In house method W4 

Total Kjeldahl Nitrogen (mg/L N) ** Calculation: TN - NOx 

Nitrate (mg/L N) APHA 4500 NOa--f 

Nitrite (mg/L N) APHA 4500 N02·-I 

Ammonia (mg/L N) APHA 4500 NH:rH 

Sodium (mg/L) APHA 3125 ICPMs•nccei&2 

Potassium (mg/L) APHA 3125 ICPMs•n.-ei&2 

Calcium (mg/L) APHA 3125 ICPMs•nccei&2 

Magnesium (mg/L) APHA 3125 ICPMs•n.-ei&2 

Sodium Absorption Ratio (SAR) ......, By calculation 

Chloride (mg/L) APHA 3125 ICPMs•nccei&2 

Sulfate (mg/L sol") APHA 3125 ICPMs•n.-ei&2 

Chloride/Sulfate Ratio ** Calculation 

Faecal Colifonns (cfu/100 mO ......, APHA 9222-D 

Silver (mg/L) Total Available-APHA 3125 ICPMS*nccei&2 

Aluminium (mg/L) Total Available-APHA 3125 ICPMS*ootel&2 

Arsenic (mg/L) Total Available -APHA 3125 ICPMS*ootel&2 

Cadmium (mgtl) Total Available-APHA 3125 ICPMS*ootel&2 

Chromium (mg/L) Total Available -APHA 3125 ICPMS*ootel&2 

Copper (mg/L) Total Available-APHA 3125 ICPMS*ootel&2 

Iron (mg/L) Total Available-APHA 3125 ICPMS*ootel&2 

Manganese (mg/L) Total Available -APHA 3125 ICPMS*ootel&2 

Nickel (mg/L) Total Available-APHA 3125 ICPMS*ootel&2 

Lead (mg/L) Total Available -APHA 3125 ICPMS*ootel&2 

Selenium (mgtl) Total Available-APHA 3125 ICPMS*ootel&2 

Zilc (mg/L) Total Available -APHA 3125 ICPMS*ootel&2 

Mercury (mg/L) Total Available-APHA 3125 ICPMS*ootel&2 

Silver (mg/L) Dissolved-APHA 3125 ICPMs•nccel&2 

Aluminium (mg/L) Dissolved-APHA 3125 ICPMs•n.-e1&2 

Arsenic (mg/L) Dissolved-APHA 3125 ICPMs•nccel&2 

Cadmium (mg/L) Dissolved-APHA 3125 ICPMs•n.-e1&2 

Chromium (mg/L) Dissolved-APHA 3125 ICPMs•nccel&2 

Copper (mg/L) Dissolved-APHA 3125 ICPMs•n.-e1&2 

Iron (mg/L) Dissolved-APHA 3125 ICPMs•n.-ei&2 

Manganese (mg/L) Dissolved-APHA 3125 ICPMs•nccel&2 

Nickel (mg/L) Dissolved-APHA 3125 ICPMs•n.-ei&2 

Lead (mg/L) Dissolved-APHA 3125 ICPMs•nccei&2 

Selenium (mg/L) Dissolved-APHA 3125 ICPMs•nccel&2 

Zilc (mg/L) Dissolved-APHA 3125 ICPMs•n.-ei&2 

Mercury (mg/L) Dissolved-APHA 3125 ICPMs•nccel&2 

Notes: 

Job No. 

Samplel Sample2 

LFPBl LFPB2 

J8385/1 J8385/2 

7.70 7.16 

1.269 2.194 
863 1,492 

757 1,747 

<l 3 
460 440 

168 838 

0.5 0.5 

9 2 

0.54 0.35 
0.538 0.091 

0.04 0.04 

0.04 0.04 

<0.005 <0.005 

<0.005 0.010 
0.021 0.035 

240 122 

2.15 2.52 
24.0 154 

26.2 110 
8.0 1.8 

99 521 

49 36 
2.0 14.4 

<l <l 

<0.010 <0.010 

0.013 <0.005 
<0.001 <0.001 

<0.001 <0.001 
<0.001 <0.001 

0.001 <0.001 

0.024 0.370 
0.008 1.64 

<0.001 <0.001 
<0.001 <0.001 

<0.002 <0.002 
<0.001 0.002 

<0.0005 <0.0005 

<0.010 <0.010 
<0.005 <0.005 

<0.001 <0.001 
<0.001 <0.001 

<0.001 <0.001 
<0.001 <0.001 

<0.005 <0.005 
0.008 1.623 

<0.001 <0.001 

<0.001 <0.001 
<0.002 <0.002 

<0.001 <0.001 
<0.0005 <0.0005 

1. Total metals- samples digested with nitric acid; Total available (acid soluble/ extractable) metals- samples acidified with nitric acid to pH <2; 

Dissolved metals- samples filtered through 0.45µm cellulose acetate and then acidified with nitric acid priorto analysis 

2. Metals and salts analysed by Inductively Coupled Plasma- Mass Spectrometry (ICP-MS). 

3. l mg/L(milligram per litre)= l ppm (partpermillion) = l 000 µg/L (micrograms per litre)= l 000 ppb (partperbillion). 

4. For conductivity 1 dS/m = 1 mS/cm = 1000 µS/cm. 

5. Analysis performed according to APHA (2017) 'Standard Methods for the Examination of Water& Wastewater', 23rd Edition, except where stated otheiwise. 

6. Analysis conducted between sample arrival date .r1d reporting date. 

7. "'* NATA accreditation does not cover the perfo1111.r1ceof this service. 

8 ... Denotes not requested. 

9. This report is not to be reproduced except in full. 

1 0. All services undertaken by EAL are covered by the EAL Laboratory Services Tenns and Conditions (referscu.edu.au/eal oron request). 

11. Results relate only to the samples tested. 

1 2. This report was issued on 24/09/2020. 

Environmental Analysis Laboratory, Southern Cross University, 

Tel. 02 6620 3678, website: scu.edu.au/eal 

Sample3 Sample4 

LFPB3 LFPB4 

J8385/3 J8385/4 

7.11 7.16 

2.190 3.665 
1,489 2,492 

1,361 2,313 

<l <l 
690 870 

783 1,049 

0.3 0.5 

<2 <2 

0.70 0.50 
0.605 0.496 

0.12 0.23 

0.12 0.23 

<0.005 <0.005 

<0.005 <0.005 
0.085 0.170 

186 410 

3.25 3.52 
135 156 

108 160 
2.9 5.5 

420 769 

17 57 
25.0 13.4 

<l <l 

<0.010 <0.010 

<0.005 <0.005 
0.001 <0.001 

<0.001 <0.001 
<0.001 <0.001 

0.005 0.010 

0.142 0.136 
0.307 0.359 

<0.001 0.001 
<0.001 <0.001 

<0.002 <0.002 
<0.001 <0.001 

<0.0005 <0.0005 

<0.010 <0.010 
<0.005 <0.005 

<0.001 0.002 
<0.001 <0.001 

<0.001 <0.001 
<0.001 <0.001 

0.010 <0.005 
0.316 0.355 

0.006 0.002 

<0.001 <0.001 
<0.002 <0.002 

<0.001 <0.001 
<0.0005 0.001 
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Sample5 

LFPBS 

J8385/5 

7.06 

2.202 
1,497 

1,422 

<l 
620 

808 

0.6 

3 

0.10 
0.096 

0.04 

0.03 

<0.005 

0.007 
<0.005 

169 

1.95 
159 

99.7 
2.6 

354 

103 
3.4 

<l 

<0.010 

<0.005 
<0.001 

<0.001 
<0.001 

0.008 

0.018 
0.971 

<0.001 
<0.001 

<0.002 
0.008 

<0.0005 

<0.010 
<0.005 

<0.001 
<0.001 

<0.001 
0.008 

<0.005 
0.945 

<0.001 

<0.001 
<0.002 

0.006 
<0.0005 
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RESULTS OF WATER ANALYSIS 
5 srnples supplil!dbyGilbertandSutherland Ptyl.tdon l 0/12/2020. Lab Job No. Kl 606 

S1mplessubminedbySarahMcGhee.YourJob:JobRrl l2067 

,, 
Conducti,ly(EC)(dS/m) 

Tot■ llliuoNtdS•lts(mgfL) 

Tot■ llliuoNtdSolids (mg/L) 

TotalSuspendedSoldl(mg/L) 

Bic#bon,i.( ..... liity)(mg(LC• CO, t quir•lent) 

WaterHard.-.ss(mg(LCaCO.equirallnt) 

Biochemi:alOxygenDemand1 (mg/L0,) 

Totaloa. andGnt111(mgfL) 

TotalPhoo;phon11(mg/LP) 

Phospi.i.(mg/LP) 

Tot■ lth'ogtn(mg(LN) 

TotalK;eldahlNlrogen(mg/LN) 

tltrate(mg(LNj 

lrltli:1(mg(LN) 

Ammonili (mg/L N) 

SodiJm(mg/L) 

PotlllsiJm(mg/L) 

C.lci.Jm(mg(L) 

~"'• iJm(mgfL) 

SodiJmAbsorpti,nRatiD(SAR) 

Chkride (mg(L) 

Su"'-ta (mg/LS0/1 

Chkridt/Sulf.i1 lllltiD 

FaecalColirorms(cfu/lOOmQ 

SiNer(mg/L) 

AlumiliJm(mgfL) 

Arstnic(mg/L) 

CadmiJm(mg/L) 

Chromiim(mg/L) 

Copp■ r(mg(L) 

ln;,n(mg(L) 

Mang■n■H(mgfl.J 

tlckel(mg(LJ 

L• d(mg/L) 

S■ leniJm(mgfL) 

Zilc(mg/1.J 

Men:ury-(mg/L) 

Silwer (mg/L) 

AlumiliJm(mgflJ 

Arsenic(mg/L) 

CadmiJm(mg/L) 

Chromiim(mg/L) 

Copp■ r(mg(L) 

lran(mg(L) 

Mang11ntN (mgflJ 

tlcQ l(mgfL) 

Lead(mg/L) 

SeleniJm(mgflJ 

Zilc(mg/L) 

Man:ury-(mg/L) 

ttCelcul!ltionusingECx680 

ttAPf.lA2540C-Eveporetionoffikl"llle 

GFCequiv.filter-APf-lA2540-0 

-Total Alkalnity-API-IA 2320 

ttUsiigCeandMgcalculation 

APf-lA5520-0(hexaneextractable) 

lnhoose methodW4 

-calculation:TN-NOx 

APf-lA45001'fJ,·.;c 

APf-lA4500NOi ~ 

APf-lA4500Nl-l,.11 

APf-lA31251CPMS"- •U 

APf-lA31251CPMS"- •U 

APf.lA31251CPMS•- ,.,_ 

APf.lA31251CPMS•- ,.,_ 

-sy calculation 

APf-lA31251CPMS"-•U 

APf.lA31251CPMS•- •» 

.. Calculation 

Tota1Available-APf-lA 31251CPMs'"- ' .., 

Total Aveilable -APf.lA 3125 ICPMs·- ,.,_ 

Total Aveilable -APf.lA 3125 ICPMs·- ,.,_ 

Total Available -APf-lA 3125 ICPMs'"_,.., 

Total Available -APf-lA 3125 ICPMs'"_ ,.., 

Total Aveilable -APf.lA 3125 ICPMs·- ,.,_ 

Total Aveilable -APf.lA 3125 ICPMs·- ,.,_ 

Total Available -APf-lA 3125 ICPMs'"_ ,.., 

Total Available -APf-lA 3125 ICPMs'"_,.., 

Total Aveilable -APf.lA 3125 ICPMs·-,.,_ 

Total Aveilable -APf.lA 3125 ICPMs·- ,.,_ 

Total Available -APf-lA 3125 ICPMs'"_ ,.., 

Total Available -APf-lA 3125 ICPMs'"_ ,.., 

Dissolved-APHA31251CPMS''"'"'" 

Dissolved-APHA31251CPMS''"'"'" 

Dissolved-APHA31251CPMS'_ ,., 

Dis~olved -APHA 31 25 I CPMS'_ ,., 

Dissolved-APHA 31251CPMS''"'"'" 

Dissolved-APHA31251CPMS''"'"'" 

Dis~olved-APHA31251CPMS'_ ,., 

Dissolved-APHA31251CPMS''"'"'" 

Dissolved-APHA31251CPMS''"'"'" 

Dissolved-APHA31251CPMS'_ ,., 

Dis~olved -APHA 31 25 I CPMS'_ ,., 

Dissolved-APHA 31251CPMS''"'"'" 

Dissolved-APHA31251CPMS''"'"'" 

Silmple l 

LFPBl 

7.60 

1.24 

844 

800 

559 

192 

<1 

<2 

0.50 

0.484 

0.08 

0.08 

<0.005 

<0.005 

<0.005 

255 

1.14 

27.l 

30.2 

8.0 

123 

26 

4.8 

<1 

<0.001 

0.076 

<0.001 

<0.001 

<0.001 

0.002 

0.085 

0.010 

<0.001 

<0.001 

<0.002 

0.005 

<0.0005 

<0.001 

<0.005 

<0.001 

<0.001 

<0.001 

0.002 

<0.005 

0.007 

<0.001 

<0.001 

<0.002 

0.004 

<(l.0005 
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Silmple2 

LFPB2 

7.08 

2.05 

1,397 

1,862 

10 
452 

856 

<1 

0.10 

0.100 

0.02 

0.02 

<0.005 

<0.005 

0.064 

121 

1.74 

155 

114 

1.8 

441 

14 

32.7 

<1 

<0.001 

0.034 

0.002 

<0.001 

<0.001 

0.002 

2.29 

1.47 

0.002 

<0.001 

<0.002 

0.003 

<0.0005 

<0.001 

<0.005 

<0.001 

<0.001 

<0.001 

<0.001 

<0.005 

1.39 

0.002 

<0.001 

<0.002 

0.002 

<0.0005 

1. Total metals-sampl es digested with ni~cacid: Total available(acid solubl e/ e><tractable) metals-samples acidified with nitric acid to pH <2: 

Dissolved metals- sanplesfiltered through 0.45µm celluloseacetate<11d then acidified with nitric acid priorto <11alysis 

2. Meta.ls and H its an ■lylled by Inductively Coupled Pl asm■ - Mass SpeCl'OmettyOCP-MS) 

3. 1 mg/L(millig ram perlilre)• 1 ppm (panpermillion)• 1000 µg/L (mia-ogramsperlilre) • l OOOppb(p■ttperbillion) 

4. Forconducti vityl dS/m = 1 mS/an • 1000 µSlan. 

5. Analysis performed according to APHA (2017)'Standard MethodsfortheExamination ofWater& Wastewate~,23rd Edition. except where stated otherwise 

6. Analysis conducted between sample ■rriv■I date ■nd reporting date 

7.'""NATA ■ccredit■tiondoes notcoverth e p erform ■n Cl! ofthis service 

8 ... Denotesnotrequested 

9.Thisreportisnottobereproduced exceptinfull 

10.AllservicecundertakenbyEALarecovel'l!dbytheEALL■boratoryServicesTerm s andConditions(refer scu.edu.a.i/ealoronrequ est). 

11. R ewlts n!!l ■te onlytothe srnplest!!ltl!d. 

12.Thisreportwasissuedon23/12/2020 

Environmental Analysis Laboratory, Southern Cross University, 

Tel. 02 6620 3678, website: scu.edu.au/eal 

Silmple3 

LFPB3 

7.10 

2.12 

1,440 

1,257 

674 

768 

<1 

<2 

0.70 

0.581 

0.10 

0.10 

<0.005 

<0.005 

0.150 

191 

2.74 

132 

107 
3.0 

339 

<1 

<0.001 

0.022 

<0.001 

<0.001 

<0.001 

0.002 

0.080 

0.202 

0.001 

<0.001 

<0.002 

0.003 

<0.0005 

<0.001 

<0.005 

<0.001 

<0.001 

<0.001 

0.001 

<0.005 

0.205 

0.001 

<0.001 

<0.002 

0.002 

<0.0005 

Silmple4 

LFPB4 

7.12 

3.58 

2,434 

2,169 

13 

880 

1,070 

<1 

<2 

0.55 

0.478 

0.15 

0.15 

<0.005 

<0.005 

0.233 

413 

3.01 

159 

163 
5.5 

713 

29 

24.3 

<1 

<0.001 

0.054 

0.001 

<0.001 

<0.001 

0.037 

0.287 

0.318 

0.002 

<0.001 

<0.002 

0.006 

<0.0005 

<0.001 

<0.005 

0.001 

<0.001 

<0.001 

0.032 

<0.005 

0.314 

0.003 

<0.001 

<0.002 

0.005 

<0.0005 

~ 
NATA 

~ 
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SiunpleS 

LFPB5 

7.01 

2.16 

1,471 

1,433 

601 

850 

<1 

0.15 

0.088 

0.04 

0.04 

<0.005 

<0.005 

0.047 

165 
1.33 

168 

105 
2.5 

324 

83 

3.9 

<1 

<0.001 

0.028 

<0.001 

<0.001 

<0.001 

0.010 

0.181 

1.68 

0.002 

<0.001 

<0.002 

0.006 

<0.0005 

<0.001 

<0.005 

<0.001 

<0.001 

<0.001 

0.008 

<0.005 

1.62 

0.002 

<0.001 

<0.002 

0.006 

<0.0005 
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